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DO NOT SCALE DRAWINGS.

ALL DIMENSIONS ARE TO FINISHED FACE OF PARTITION (GWB),
UNLESS NOTED OTHERWISE.
CONTRACTOR SHALL FIELD VERIFY ALL CONDITIONS AND
DIMENSIONS. CONTRACTOR SHALL NOTIFY THE ARCHITECT OF
ALL DISCREPANCIES PRIOR TO COMMENCING WITH THE WORK.

LARGE SCALE DETAILS SHALL GOVERN OVER SMALLER SCALE PLANS.

NEW PARTITIONS ABUTTING EXISTING CONSTRUCTION SHALL
BE ALIGNED TO PROVIDE A CONTINUOUS FLUSH FACE, UNLESS
NOTED OTHERWISE.
CONTRACTOR SHALL CLOSE (WITH MATERIALS MATCHING &
ALIGNING WITH EXISTING ADJACENT CONSTRUCTION) ALL
DUCT, GRILLE, PIPING & CONDUIT WALL, PARTITION, FLOOR AND
ROOF OPENINGS THAT ARE SCHEDULED TO BE REMOVED OR
ALTERED.  BOND (TOOTH) NEW & EXISTING MASONRY, UNLESS
NOTED OTHERWISE.
CONTRACTOR SHALL PROVIDE ALL NEW OPENINGS REQUIRED
IN NEW & EXISTING PARTITIONS, EXTERIOR WALLS, FLOORS
AND ROOF FOR NEW & EXISTING MECHANICAL, ELECTRICAL
AND PLUMBING WORK. FURNISH & INSTALL ALL REQUIRED
LINTELS AND SLEEVES FOR ALL NEW & EXISTING PIPING
CONDUITS, DUCTWORK, ETC.  COORDINATE THIS WORK WITH
MECHANICAL & ELECTRICAL CONTRACTORS. REFER TO
MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE PROTECTION DRAWINGS.

CONTRACTOR SHALL MODIFY EXISTING INTERIOR PARTITIONS
TO REMAIN SO AS TO MATCH AND ALIGN W/ NEW ADJACENT
PARTITION CONSTRUCTION.

TYPICAL LOCATION OF INTERIOR DOORS FROM ADJACENT WALL
TO BE 6" TO THE INSIDE FACE OF FRAME UNLESS NOTED OTHERWISE.
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General Notes

TOILETS MARKED AS ACCESS. TOILET ON THE FLOOR PLANS ARE DESIGNED TO
MEET USAF/VA ACCESSIBILITY STANDARDS.
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Material Symbols
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